<table>
<thead>
<tr>
<th>Requirement Name</th>
<th>Requirement ID</th>
<th>Category</th>
<th>Prime System</th>
<th>Linked System</th>
<th>Action Date</th>
<th>Finish Date</th>
<th>Estimated Cost</th>
</tr>
</thead>
<tbody>
<tr>
<td>Roof: Gutters and Downspouts Poor Condition</td>
<td>REQ-50879</td>
<td>Integrity</td>
<td>Roofing</td>
<td>Not Applicable</td>
<td>10/08/2003</td>
<td></td>
<td>13,622</td>
</tr>
<tr>
<td><strong>1.Currently Critical Totals:</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td><strong>28,618</strong></td>
</tr>
<tr>
<td>Furnace: End of Normal Life</td>
<td>REQ-49469</td>
<td>Integrity</td>
<td>Boilers</td>
<td>Not Applicable</td>
<td>10/08/2005</td>
<td></td>
<td>15,275</td>
</tr>
<tr>
<td>Landscaping: Reshape Site</td>
<td>REQ-50991</td>
<td>Integrity</td>
<td>Landscaping</td>
<td>Not Applicable</td>
<td>10/08/2005</td>
<td></td>
<td>6,270</td>
</tr>
<tr>
<td>Lightning Protection: Lacking</td>
<td>REQ-50398</td>
<td>Integrity</td>
<td>Other Equipment</td>
<td>Not Applicable</td>
<td>10/08/2005</td>
<td></td>
<td>10,969</td>
</tr>
<tr>
<td>Space Heater: End of Service Life</td>
<td>REQ-50370</td>
<td>Integrity</td>
<td>Terminal Devices</td>
<td>Not Applicable</td>
<td>10/08/2005</td>
<td></td>
<td>4,818</td>
</tr>
<tr>
<td>Splash Blocks: Out of Position or Missing</td>
<td>REQ-50878</td>
<td>Integrity</td>
<td>Other Equipment</td>
<td>Not Applicable</td>
<td>10/08/2005</td>
<td></td>
<td>735</td>
</tr>
<tr>
<td><strong>2.Potentially Critical 2- 3 Years Totals:</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td><strong>57,336</strong></td>
</tr>
<tr>
<td><strong>Priority:</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>3.Necessary - Not Yet Critical 4 - 5 Years</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

*All costs in USD.*
<table>
<thead>
<tr>
<th>Requirement Name</th>
<th>Requirement ID</th>
<th>Category</th>
<th>Prime System</th>
<th>Linked System</th>
<th>Action Date</th>
<th>Finish Date</th>
<th>Estimated Cost</th>
</tr>
</thead>
<tbody>
<tr>
<td>Domestic Hot Water Heater: End of Life</td>
<td>REQ-50304</td>
<td>Integrity</td>
<td>Domestic Water Distribution</td>
<td>Not Applicable</td>
<td>10/08/2007</td>
<td></td>
<td>3,190</td>
</tr>
<tr>
<td>Ductwork and Diffusers: Requires Cleaning</td>
<td>REQ-50372</td>
<td>Air Quality</td>
<td>Distribution Systems</td>
<td>Not Applicable</td>
<td>10/08/2007</td>
<td></td>
<td>4,235</td>
</tr>
<tr>
<td>Exterior Doors: Aged</td>
<td>REQ-50565</td>
<td>Integrity</td>
<td>Exterior Doors</td>
<td>Not Applicable</td>
<td>10/08/2007</td>
<td></td>
<td>6,535</td>
</tr>
<tr>
<td>Exterior Wall: Power wash &amp; Paint</td>
<td>REQ-50566</td>
<td>Integrity</td>
<td>Exterior Walls</td>
<td>Not Applicable</td>
<td>10/08/2007</td>
<td></td>
<td>31,358</td>
</tr>
<tr>
<td>Interior Walls: Paint</td>
<td>REQ-50635</td>
<td>Appearance</td>
<td>Wall Finishes</td>
<td>Not Applicable</td>
<td>10/08/2007</td>
<td></td>
<td>5,261</td>
</tr>
<tr>
<td>Plumbing Fixtures: At End of Life</td>
<td>REQ-50373</td>
<td>Integrity</td>
<td>Plumbing Fixtures</td>
<td>Not Applicable</td>
<td>10/08/2007</td>
<td></td>
<td>10,291</td>
</tr>
<tr>
<td>Sidewalks: Deteriorated/Cracked Areas</td>
<td>REQ-50993</td>
<td>Integrity</td>
<td>Pedestrian Paving</td>
<td>Not Applicable</td>
<td>10/08/2007</td>
<td></td>
<td>4,010</td>
</tr>
<tr>
<td>Water Fountains: Old / Not ADA Compliant</td>
<td>REQ-50303</td>
<td>Accessibility</td>
<td>Plumbing Fixtures</td>
<td>Not Applicable</td>
<td>10/08/2007</td>
<td></td>
<td>10,287</td>
</tr>
<tr>
<td>Windows: Recondition</td>
<td>REQ-51058</td>
<td>Integrity</td>
<td>Exterior Doors</td>
<td>Not Applicable</td>
<td>10/08/2007</td>
<td></td>
<td>8,350</td>
</tr>
</tbody>
</table>

**3. Necessary - Not Yet Critical 4 - 5 Years Totals:** 85,650

**Priority:** 4. Recommended Improvements

<table>
<thead>
<tr>
<th>Requirement Name</th>
<th>Requirement ID</th>
<th>Category</th>
<th>Prime System</th>
<th>Linked System</th>
<th>Action Date</th>
<th>Finish Date</th>
<th>Estimated Cost</th>
</tr>
</thead>
<tbody>
<tr>
<td>Data: Upgrade Network Infrastructure</td>
<td>REQ-55801</td>
<td>Voice/Data System</td>
<td>Local Area Networks</td>
<td>Not Applicable</td>
<td>-</td>
<td></td>
<td>1,604</td>
</tr>
<tr>
<td>Electrical Outlets: Missing Exterior GFCI</td>
<td>REQ-50114</td>
<td>Functionality</td>
<td>Branch Wiring Devices</td>
<td>Not Applicable</td>
<td>-</td>
<td></td>
<td>7,464</td>
</tr>
<tr>
<td>Exterior Lighting: Insufficient</td>
<td>REQ-49966</td>
<td>Functionality</td>
<td>Lighting and Branch Wiring</td>
<td>Not Applicable</td>
<td>-</td>
<td></td>
<td>16,108</td>
</tr>
<tr>
<td>Lighting: Inefficient Fixtures/Lamps</td>
<td>REQ-49804</td>
<td>Energy</td>
<td>Lighting and Branch Wiring</td>
<td>Not Applicable</td>
<td>-</td>
<td></td>
<td>11,929</td>
</tr>
</tbody>
</table>

All costs in USD.
<table>
<thead>
<tr>
<th>Requirement Name</th>
<th>Requirement ID</th>
<th>Category</th>
<th>Prime System</th>
<th>Linked System</th>
<th>Action Date</th>
<th>Finish Date</th>
<th>Estimated Cost</th>
</tr>
</thead>
<tbody>
<tr>
<td>Window Air Conditioner: Ineffective and Noisy</td>
<td>REQ-50237</td>
<td>Integrity</td>
<td>Exhaust Ventilation Systems</td>
<td>Not Applicable</td>
<td>-</td>
<td>-</td>
<td>79,314</td>
</tr>
</tbody>
</table>

4. Recommended Improvements Totals : 116,419

5. Doesn't meet Current Codes

<table>
<thead>
<tr>
<th>Requirement Name</th>
<th>Requirement ID</th>
<th>Category</th>
<th>Prime System</th>
<th>Linked System</th>
<th>Action Date</th>
<th>Finish Date</th>
<th>Estimated Cost</th>
</tr>
</thead>
<tbody>
<tr>
<td>ADA Signage: Existing Signs are Not Braille Type</td>
<td>REQ-51484</td>
<td>Accessibility</td>
<td>Other Equipment</td>
<td>Not Applicable</td>
<td>-</td>
<td>-</td>
<td>2,561</td>
</tr>
<tr>
<td>Domestic Water: Add Backflow Protection</td>
<td>REQ-50371</td>
<td>Water Quality</td>
<td>Domestic Water Distribution</td>
<td>Not Applicable</td>
<td>-</td>
<td>-</td>
<td>2,586</td>
</tr>
<tr>
<td>Doors: Install Safety Glazing</td>
<td>REQ-50489</td>
<td>Building Code</td>
<td>Exterior Doors</td>
<td>Not Applicable</td>
<td>-</td>
<td>-</td>
<td>862</td>
</tr>
<tr>
<td>Doors: Replace Non ADA Compliant Hardware</td>
<td>REQ-50564</td>
<td>Accessibility</td>
<td>Interior Doors</td>
<td>Not Applicable</td>
<td>-</td>
<td>-</td>
<td>16,167</td>
</tr>
<tr>
<td>Electrical Distribution: Inadequate Clearance</td>
<td>REQ-54866</td>
<td>Building Code</td>
<td>Branch Wiring Devices</td>
<td>Not Applicable</td>
<td>-</td>
<td>-</td>
<td>1,228</td>
</tr>
<tr>
<td>Eyewash Fountains: Lacking</td>
<td>REQ-49530</td>
<td>Building Code</td>
<td>Equipment</td>
<td>Not Applicable</td>
<td>-</td>
<td>-</td>
<td>10,182</td>
</tr>
<tr>
<td>Flooring: Replace VAT</td>
<td>REQ-50567</td>
<td>Asbestos</td>
<td>Floor Finishes</td>
<td>Not Applicable</td>
<td>-</td>
<td>-</td>
<td>6,463</td>
</tr>
<tr>
<td>Restrooms: Non ADAAG Compliant</td>
<td>REQ-50992</td>
<td>Accessibility</td>
<td>Plumbing Fixtures</td>
<td>Not Applicable</td>
<td>-</td>
<td>-</td>
<td>15,909</td>
</tr>
</tbody>
</table>

5. Doesn't meet Current Codes Totals : 55,958

Sculpture Building Totals : 343,981
University of Illinois Urbana-Champaign Totals : 343,981
Current Data Totals : 343,981

All costs in USD.