PIPE OUTSIDE DIAMETER (INCLUDING INSULATION)

2" EXTENSION

REFER TO GENERAL TRADES FOR FLOOR CONSTRUCTION TYPE(S)

MINERAL WOOL - 1" MIN DEPTH (TYP BOTH SIDES)

FIRE CAULK (2-HOUR FIRE RATING)

SCHEDULE 40 GALVANIZED STEEL SLEEVE

CHROME PLATED DEEP-WELL ESCUTCHEON OR FLANGE (WHERE EXPOSED TO VIEW)

SIZE SLEEVE AT PIPE OUTSIDE DIAMETER PLUS MAX 1" ANNULAR SPACE

NOTES:
1. PIPE INSULATION SHALL BE CONTINUOUS THROUGH PENETRATIONS.

XX

NOT TO SCALE

PIPE PENETRATION - FLOOR

NOTES:

XX

DATE: OCTOBER 1, 2017

Dwg. No.: 23 05 17-04

UNIVERSITY OF ILLINOIS AT URBANA-CHAMPAIGN FACILITIES STANDARDS