SPACE SENSOR WITH NO LOCAL ADJUSTMENT PROTECTIVE METAL GUARD MOUNTED.

RETURN AIR

FILTER

COOLING COIL

SUPPLY AIR

CWR

CWS

LS

E

E

E

R

E

E

DDC CONTROLLER

24V FROM TC TRANSFORMER

LAN

FAN COIL UNIT (EQUIPMENT ROOM COOLING ONLY) CONTROL SCHEMATIC