UNVANED ELBOWS

VANED ELBOWS

RADIUS ELBOWS

SUPPLY "T" FITTING

RETURN "T" FITTING

EXPANDING TRANSITION

REDUCING TRANSITION

OA DAMPER

OA DAMPER W/ EXTENSION

1. INSTALL INSTRUMENT AS PER MANUFACTURER RECOMMENDATION. INSTALL AFMS TRANSMITTER OUTSIDE AIR HANDLING UNIT.
2. DO NOT INSTALL AFMS TRANSMITTER INSIDE AHU IN AIR STREAM.
3. PRIOR TO ANY AFM INSTRUMENT INSTALLATION CONTACT AND MEET OWNER (IUUC COMMISSIONING INSPECTION GROUP).