SEE CONSTRUCTION JOINT DETAIL

40 FT. MAXIMUM

3/4" PREMOLDED EXPANSION JOINTS AT EVENLY SPACED INTERVALS NOT TO EXCEED 40 FT. AND AT EACH COLD JOINT

EPOXY COATED #6 X 18 IN. LONG REBARS - SHALL BE PLACED 24 IN. ON CENTER

CONSTRUCTION JOINT

VARIABLE

SLOPE 1/4 IN. PER FT.

8 IN. THICKNESS CONCRETE WALK

VARIABLE

SLOPE 1/4 IN. PER FT.

VARIABLE

SLOPE 1/2 IN. PER FT.

IN HEAVY PEDESTRIAN ZONES, USE CONCRETE PAVERS OVER 8" CONCRETE BASE HERE.

GENERAL NOTE:
ALL WALKS SHALL BE FINISHED WITH STIFF BROOM FINISH WITH HAND TOOLED JOINTS WITH PRONOUNCED WINDOWS.

PAVEMENT

REINFORCING GRID SHALL BE PLACE AT 1/3 DEPTH FROM BOTTOM OF CONCRETE

REINFORCING GRID FABRIC SUPPORTS

REINFORCING REBAR