SECTION 08 31 00 - ACCESS DOORS AND PANELS

PART I - GENERAL

PART 2 - PRODUCTS

2.1 ACCESS DOORS AND PANELS – Walls and Ceilings

A. Access doors in walls and ceilings shall have the following characteristics:
   1. Minimum size (person access): 24" x 24"
   2. Minimum size (hand): 8" x 8"
   3. Material: 14 gauge minimum steel doors and frames
   4. Hinge pins: Removable
   5. Lock: Cam lock, no key or special tool to open (unless requested by User)

2.2 ACCESS DOORS - Floors

A. Access doors in floors shall have the following characteristics:
   1. Minimum size (person access): 24" x 30"
   2. Capacity: 300 lbs. / s.f. minimum
   3. Accessories: Fall protection grating and telescoping ladder safety post
   4. Warranty: 20 years, minimum
   5. Lock: Cylinder lock; keying by U of I F&S Locksmith

PART 3 - EXECUTION

3.1

END OF SECTION 08 31 00

This section of the U of I Facilities Standards establishes minimum requirements only.
It should not be used as a complete specification.